
Appendix C
Summary of Pipeline Sizes and Lengths

Proposed Waterlines Proposed Waterlines for
for Peak Hour Demand Maximum Day Plus Fire Flow Demand

Pipe ID Length Diameter Pipe ID Length Diameter
15 4,434 6 15 4,434 18
17 568 6 17 568 18
19 725 6 19 725 18
21 448 6 21 448 18
23 362 8 23 362 18
25 1,174 6 25 1,174 18
27 913 6 27 913 18
29 350 6 29 350 18
31 501 6 31 501 18
33 727 8 33 727 18
35 234 8 35 234 18
37 2,134 18 37 2,134 18
39 201 18 39 201 18
41 764 8 41 764 18
43 1,306 6 43 1,306 18
45 59 6 45 59 18
47 50 6 47 50 18
49 52 6 49 52 18
51 297 6 51 297 18
63 82 6 63 82 18
67 229 6 67 229 18
69 3,208 6 69 3,208 18
71 3,536 6 71 3,536 18
73 1,004 6 73 1,004 18
75 214 6 75 214 18
77 401 4 77 401 18
79 283 8 79 283 18
83 278 18 83 278 18
85 907 6 85 907 18

Total 25,439 Total 25,439
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